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@ LIGHT NICHE

SPA BRIGHT, 120V,
U 100 WATT, 50' CORD.
U.L. APPROVED

AquaStar 32CDFLFR, 32" Channel Drain,
Approved Max Flow Rate: Floor = 236 GPM
@ 3.4 fps Wall=136 GPM @ 1.9 fps
V.G.B Approved Safety Drain
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1-1/2" WATER - 1-1/2" AIR

HYDROAIR #10-5100

COMPLIES W/ ANSI CODE ASME A112.19.8-07
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COMPLIES W/ ANSI CODE ASME A112.19.8-07
UL APPROVED
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1-1/2" WALL TYPE W/ EYEBALL

HYDROAIR #10-3600

COMPLIES W/ ANSI CODE ASME A112.19.8-07
UL APPROVED

NATURAL GAS HEATER
PENTAIR / PAC FAB #460531
W/ POWER ASSISTED

VENTILATION,

400,000 BTU

FILTER

CARTRIDGE FILTER
PENTAIR/PAC FAB - CC200
200 SQ. FT. CLEAN &
CLEAR SERIES

SELF-PRIMING
PUMP AND MOTOR

PENTAIR WFE-6
99 GPM @ 60 FT. HEAD,

11 /2 HP, 230 VOLT, 20 AMP
1 PHASE, 2" DISCHARGE
UNIT WITH PUMP STRAINER

SELF-PRIMING
PUMP AND MOTOR

PENTAIR WFE-12

3 | ., 143 GPM @ 60 FT. HEAD,
Iﬂl IEDI@DI 3 HP, 230 VOLT, 20 AMP
L 1 PHASE, 2" DISCHARGE

UNIT WITH PUMP STRAINER
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