
 SCHEMATIC

SINGLE PUMP PLUMBING

*ALL DIMENSIONS SUBJECT TO 1/4" TOLERANCES*

These drawings, concepts, and details contained herein are the original proprietary designs of NESPA ENTERPRISES, developed over many years of experience in the pool and spa industry and as 
such are protected by the copyright laws of the United States Government.  Reproduction of any of the above without written permission to do so by NESPA ENTERPRISES, is illegal.
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1" LIGHT CONDUIT

2 1/2" SUCTION

1 1/2" SKIMMER SUCTION

2 1/2" RETURN

NOTE:
LIGHT J-BOX MUST 

TERMINATE A MIN. OF 12 
INCHES ABOVE SPA

WATERLINE TILE

FIELD TILE

TOP OF SPA

SCALE 1" = 1'-0"

AIR VENTURI 
CONTROL VALVE COMPOOL SPA

SIDE CONTROLS

GAS HEATER

GFI
LIGHT J-BOX

LEGEND:
A PENTAIR 2HP WHISPER-FLO 230V, 20 AMP

B PENTAIR CARTRIDGE FILTER 150 SQ FT
C PENTAIR MINIMAX 200K GAS HEATER
D SPA LIGHT 120V, 100W

A

C

B
D


